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Bay Lakes Estates Mobile Home Park Reverse Osmosis Water Treatment Plant, 1200 Colonia 
Lane, Nokomis, Sarasota County, Florida, NPDES #FL0041785. Effluent samples for this facility 
were collected on January 30, 2006. 
 
 
Introduction 
Bay Lakes Estates Mobile Home Park Reverse Osmosis Water Treatment Plant, a.k.a. 
Snowbirdland Vistas, Inc., is a water treatment plant which uses the reverse osmosis process to 
produce potable water for the residents of Bay Lakes Mobile Home Park. The facility has a flow 
limit of 33,000 gallons per day (GPD) (increased from 20,000 GPD by Consent Order executed 
on 09/09/2005). The facility had an annual average daily flow (AADF) of concentrate of 21,744 
GPD from January 2005 through December 2005. Concentrate is not treated prior to discharge 
through Outfall D-001 to the Class III marine waters of a man-made canal thence to Curry Creek 
and ultimately to Roberts Bay. Outfall D-001 is located at approximately latitude 27º 7’ 11” N and 
longitude -82º 26’ 2” W. 
 
The facility is currently operating under Consent Order (CO) 09-09-2005. The CO includes interim 
limits for flow (33,000 GPD), gross alpha (75 pCi/L), and combined radium 226+228 (44 pCi/L). 
The CO also stipulates that connection of discharge to sanitary sewer be completed by 
November 30, 2006. The facility has a mixing zone 12.19 m wide by 24.38 m long centered over 
the point of discharge into the canal for gross alpha and combined radium 226+228. The facility 
has consistently violated flow, gross alpha and combined radium 226+228 permit limits 
throughout the five year permit cycle. The facility has no current toxicity testing requirements. The 
former toxicity test requirements included salinity-adjusted effluent tested at a concentration of 
25%. (Facility information was provided by Lori Pillsbury of FDEP Southwest District). 
 
 
Methods 
Samples were collected from the EFF-1 NPDES sampling point for Outfall D-001 by Lori Pillsbury 
(FDEP Southwest District) following DEP-SOP-001/01 FS 2400 Wastewater Sampling. All DEP 
SOP’s are available on the web at: http://www.floridadep.org/labs/qa/sops.htm. 
 
See Appendix 1 for the completed chain of custody form. 
 
The 48-hour acute screening toxicity tests and algal growth potential test were performed 
following internal DEP SOP’s TA07_03, TA07_04, and TA08_01 through TA08_09. All internal 
DEP SOP’s are available on the web at: http://www.floridadep.org/labs/cgi-bin/sop/biosop.asp. 
The Department uses the 48-hour acute screening toxicity test to provide reasonable assurance 
that the facility does not adversely affect waters of the state. 
 
Both bioassay tests were run using 25% effluent, produced by diluting 100% effluent with artificial 
seawater (ASW) in a ratio of 1 part effluent to 3 parts ASW. The AGP sample salinity was 
increased from approximately 3 parts per thousand (ppth) to 7 ppth to meet the minimum salinity 
requirements of the test species. 
 
 
Toxicity Test Results 
Tests were performed January 31 – February 2, 2006. 
 
Americamysis bahia 48-hour acute screening bioassay –  LC50 > 25%, 10% mortality* in 25% 
 sample at 48 hours 
 
Menidia beryllina 48-hour acute screening bioassay –  LC50 > 25%, 0% mortality* in 25% 
 sample at 48 hours 
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The bioassay sample was not acutely toxic to the test organisms Americamysis bahia and 
Menidia beryllina. 
 
See Appendix 2 for bioassay bench sheets. 
 
See Appendix 3 for results of the last 20 standard reference toxicant (SRT) tests and bench 
sheets and statistical analyses of the SRT test that corresponds to this facility test. See Appendix 
4 for test organism receipts. 
 
*NOTE: In a 48-hour acute screening test of 100% effluent, mortality of <20% provides 
reasonable assurance that the effluent meets the acute toxicity criterion of Florida’s Surface 
Water Quality Standards (Rule 62-302.500 (1)(a)4, F.A.C.). Mortality between 20-50% mortality 
indicates low to moderate levels of toxicity, and further action may be required. Mortality of >50% 
provides reasonable assurance that the effluent fails to meet the minimum requirement to 
discharge to waters of the state (Rule 62-4.244(3)(a), F.A.C.). 
 
 
Algal Growth Potential 
The effluent Algal Growth Potential (AGP) was 1.29 mg dry wt/L of the saltwater species 
Dunaliella tertiolecta. Raschke and Shultz found that AGP values above 10.0 mg dry weight/L 
represent a “problem” threshold for marine receiving waters, implying nutrient enrichment 
(personal communication with Ron Raschke USEPA Region 4 1987). The analytical chemistry 
suggests that the effluent is nitrogen-limited. 
 
See Table 1 for AGP results. 
 
 
Chemistry Results 
Total residual chlorine was not detected in the bioassay sample in the laboratory. The total 
ammonia concentration in the bioassay sample in the laboratory was 0.692. The total ammonia 
concentration in the sample collected and preserved for chemical analysis was 0.74 mg/L. Based 
on the pH, salinity, and temperature of the effluent as collected, the calculated unionized 
ammonia concentration was 0.12 mg/L. 
 
It should be noted that although chemistry results confirmed that the ion makeup of the sample 
was not in seawater proportions and that the apparent 3 ppth salinity (salinity based on 
conductivity and temperature) of the sample was due in part to elevated levels of ground-water 
ions, the calcium concentration in the sample as tested was effectively reduced below calcium 
concentrations known to produce mortality in the test species, Americamysis bahia. The calcium 
concentration was 824 mg/L at 3 ppth salinity, which is approximately twenty-three times the 
normal concentration for calcium in seawater of this salinity. The calculated calcium concentration 
in the sample as tested was approximately 1.7 times the normal calcium concentration in 
seawater of this salinity (approximately 20 ppth). Previous research conducted by the FDEP 
Biology Section demonstrated that A. bahia is much more sensitive to seawater-ion imbalances 
than is M. beryllina (FDEP, 1995). 
 
Arsenic was detected between the laboratory method detection limit (MDL) and practical 
quantitation limit (PQL). Effluent total alpha particle activity (62 pCi/L) and concentration of 
combined radium 226+228 (28.5 pCi/L) exceeded Class III marine water quality criteria of 15 
pCi/L and 5 pCi/L, respectively (62-302.530(58)(b) and (a), F.A.C.), but did not exceed the 
respective limits of 75 pCi/L and 44 pCi/L established under the Consent Order. 
 
See Table 2 for results of analytes detected in the effluent, and corresponding limits. 
 
See Appendix 5 for a complete list of chemical analyses performed. 
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Conclusion 
The 25% concentration of the effluent sample collected from D-001 for this facility on January 30, 
2006, was not acutely toxic to either test species during the 48-hour acute screen bioassays. The 
effluent AGP result was less than the "problem” threshold for marine receiving waters. Effluent 
total alpha particle activity and concentrations of combined radium 226+228 exceeded their 
respective Class III marine water quality criteria but did not exceed current permitted limits. 
 
 
Literature Cited 
Maloney, T. E., W. E. Miller, and D. T. Specht. 1974.  The Marine Algal Assay Procedure: 

Bottle Test. National Environmental Research Center Office of Research and 
Development. U. S. EPA, Corvallis, Oregon. 43 p. 

 
FDEP. 1995. Protocols for determining Major-Seawater-Ion Toxicity in Membrane-Technology 

Water-Treatment Concentrate. Biology and Chemistry Section, FDEP Bureau of 
Laboratories, Tallahassee, Florida. 99 pp. 
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Location AGP (measured) Inorganic N:P ratio Total N:P ratio

Effluent Samples 1.29 193.75 4.04

Table 1. Measured algal growth potential (AGP; mg dry weight/L) of the saltwater species 
Dunaliella tertiolecta and ratios of nitrogen to phosphorus for samples collected from Bay 
Lakes Estates Mobile Home Park Rerverse Osmosis Water Treatment Plant on January 30, 
2006.
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Bay Lakes Estates MHP RO WTP 
NPDES# FL0041785 Class III 

Marine Stds
Effluent 
Limits

Effluent 
Samples

None Detected - - -

Aluminum ≤ 1,500 - 5 U
Arsenic ≤ 50 - 6.4 I
Cadmium ≤ 9.3 - 0.05 U
Calcium (mg/L) - - 824
Chromium-III - - 4 U
Copper ≤ 3.7 - 2.5 U
Iron ≤ 300 - 10 U
Lead ≤ 8.5 - 0.075 U
Magnesium (mg/L) - - 329
Nickel ≤ 8.3 - 1 U
Selenium ≤ 71 - 0.5 U
Silver ≤ 2.3 - 0.025 U
Zinc ≤ 86 - 6 U

Ortho-phosphate - - 0.004 I
Total Phosphorus - - 0.38 A
Ammonia - - 0.74
Unionized Ammonia - - 0.12 c
Nitrate+Nitrite - - 0.035
Total Kjeldahl Nitrogen - - 1.5 A
Organic Nitrogen - - 0.76 c
Total Nitrogen - - 1.54 c

Alpha, Total (pCi/L) ≤ 15 ≤ 75 62
Alpha-Counting Error (pCi/L) - - 6.7
Radium 226 (pCi/L) - - 27
Radium 226-Counting Error (pCi/L) - - 0.7
Radium 228 (pCi/L) - - 1.5
Radium 228-Counting Error (pCi/L) - - 0.6
Radium 226+228 (pCi/L) ≤ 5 ≤ 44 28.5 c
Dissolved Oxygen (mg/L) ≥ 4 ≥ 4 8
pH (S.U.) 6.5-8.5 6.5-8.5 8.4
Conductivity (umhos/cm) - - 5,558
Temperature (C) - - 25.7
BOD (mg/L) - - 0.2 U
Chlorophyll a  (µg/L) - - 0.85 U
Phaeophytin a  (µg/L) - - 1.5 U
TSS (mg/L) - - 4 U
Turbidity (NTU) - - 1.1
Flow (GPD) - 30,000 a 21,744 a
Hardness (mg/L) - - 3,412.4 c

Value exceeds the Class III Marine Water Quality Criteria (62-302, F.A.C.) and/or Effluent Limits
a - Annual average
c - Calculated value
A - Value reported is the mean of two or more determinations
I - The reported value is between the laboratory method detection limit and the laboratory practical quantitation limit.
U - Material analyzed for but not detected; value reported is the minimum detection limit

General Physical and Chemical Parameters

Table 2. Effluent limits, Class III Marine Criteria, and chemical and data for samples 
collected from Bay Lakes Estates Mobile Home Park Reverse Osmosis Water 
Treatment Plant on January 30, 2005.

Organic Constituents (μg/L)

Metals (μg/L unless otherwise noted)

Nutrients (mg/L)
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Appendix 1.  Chain of Custody form 
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Appendix 2.  Bench Sheets 
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Appendix 2.  Bench Sheets (continued) 
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Appendix 2.  Bench Sheets (continued) 
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Appendix 2.  Bench Sheets (continued) 
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Appendix 2.  Bench Sheets (continued) 
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Appendix 3.  SRT Bench Sheets and Statistical Analysis 
 
Florida Department of Environmental Protection
Bureau of Laboratories

Standard Reference Toxicant (SRT) Test Data - Acute Toxicity
Americamysis bahia  (mysid shrimp) - Cadmium Chloride (CdCl2) 

Date LC50 Mean LC50 Std Dev Lower Control Limit Upper Control Limit
12/20/05 38.30 38.30 - 38.30 38.30
01/04/06 40.16 39.23 1.32 36.60 41.86
01/10/06 50.55 43.00 6.60 29.80 56.21
01/11/06 58.98 47.00 9.64 27.72 66.27
01/20/06 47.91 49.40 7.76 33.88 64.92
01/21/06 57.54 53.75 5.36 43.03 64.46
01/24/06 49.65 53.52 5.55 42.42 64.62

Lower Confidence Limit = mean - 2 * Std Dev CV = 10.37
Upper Confidence Limit = mean + 2 * Std Dev EPA reference 75th quartile CV = 26%

*Fewer than 20 points are charted due to recent initiation of SRT testing using CdCl2.

Standard Reference Toxicant Data 
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Appendix 3.  (continued) 
 
Florida Department of Environmental Protection
Bureau of Laboratories

Standard Reference Toxicant (SRT) Test Data - Acute Toxicity
Menidia beryllina (inland silverside) - Copper Chloride (CuCl2)

Date LC50 Mean LC50 Std Dev Lower Control Limit Upper Control Limit
2/1/05 517.63 319.89 114.13 91.63 548.14
3/1/05 409.10 328.68 113.88 100.93 556.43

3/29/05 255.31 325.46 115.05 95.36 555.55
4/26/05 353.55 331.47 113.10 105.27 557.67
5/24/05 250.00 325.88 114.28 97.32 554.44
7/6/05 341.51 326.46 114.33 97.80 555.12

8/17/05 280.62 324.00 114.78 94.43 553.56
8/19/05 399.46 326.40 115.88 94.63 558.16
9/9/05 329.88 331.94 113.09 105.75 558.13

10/4/05 323.49 336.45 110.73 115.00 557.90
11/1/05 250.00 321.21 99.50 122.21 520.21
11/29/05 392.98 323.59 100.67 122.25 524.94
1/5/06 307.20 321.88 100.64 120.60 523.16

1/10/06 291.06 325.02 98.52 127.97 522.07
1/11/06 386.80 320.91 93.81 133.29 508.53
1/17/06 259.80 319.91 94.38 131.15 508.67
1/17/06 222.49 319.26 95.03 129.21 509.32
1/20/06 333.67 325.74 91.10 143.54 507.94
1/24/06 363.93 319.79 83.89 152.01 487.57
1/31/06 308.77 328.86 70.76 141.52 470.39

Means are of the last 20 SRT tests.
Lower Confidence Limit = mean - 2 * Std Dev CV = 21.52
Upper Confidence Limit = mean + 2 * Std Dev EPA reference 75th quartile CV = 21%

Standard Reference Toxicant Data 
Menidia beryllina  LC50
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Appendix 3.  (continued) 
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Appendix 3.  (continued) 
 

 



 16

Appendix 3.  (continued) 
 
Americamysis bahia Acute Standard Reference Toxicant Test 
 
 START DATE:   01-24-06          END DATE:    01-26-06     DURATION:   48 h 
 TOXICANT :  CdCl2 
  
 RAW DATA:  Concentration    Number            Mortalities 

             (ug/L)                Exposed 
                  0.00                      20               0 
               20.00                      20               0 
                30.00                      20               0 
                 45.00                      20               7 
                67.00                      20             18 
              100.00                      20            20 
 
  SPEARMAN-KARBER TRIM:               .00% 
 
  SPEARMAN-KARBER ESTIMATES:     LC50:          49.65 
                 95% LOWER CONFIDENCE:                 44.88 
                 95% UPPER CONFIDENCE:                 54.93 
 
_____________________________________________________________ 
 
Menidia beryllina Acute Standard Reference Toxicant Test 
 
 START  DATE:   1-31-00           END DATE:   2-2-06        DURATION:   48 h 
 TOXICANT :  CuCl2 
 
 RAW DATA:  Concentration       Number      Mortalities 
 --- ----   (ug/L)                              Exposed 
                0.00                                    20                 0 
             100.00                                   20                 0 
             200.00                                   20                 1 
             300.00                                   20                 8 
             400.00                                   20                16 
             500.00                                   20                20 
 
  SPEARMAN-KARBER TRIM:               .00% 
 
  SPEARMAN-KARBER ESTIMATES:     LC50:         308.77 
                 95% LOWER CONFIDENCE:                278.40 
                 95% UPPER CONFIDENCE:                342.46 
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Appendix 4.  Test Organism Receipts 
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Appendix 4.  (continued) 
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Appendix 5. Chemical Analyses performed on the effluent from the Bay Lakes Estates Mobile Home Park 
Reverse Osmosis  Water Treatment Plant Outfall D-001, sampled on January 30, 2006. 
 

Date Sampled Field ID Analysis Component Result Units Remark MDL PQL 
1/30/2006 10:45 OUTFALL D001 Bio-AGP/LimNut Algal Growth Potential 1.29 mg DryWt/L  0.3 0.9 
1/30/2006 10:45 OUTFALL D001 Bio-BOD Biochemical Oxygen Demand-5 Day,N-Inhib 0.2 mg/L U 0.2 2.0 
1/30/2006 10:45 OUTFALL D001 Bio-Chl-a Chlorophyll-A, Monochromatic, Water 0.85 ug/L U 0.85 2.6 
1/30/2006 10:45 OUTFALL D001 Bio-Chl-a Phaeophytin-A, Monochromatic, Water 1.5 ug/L U 1.5 4.5 
1/30/2006 10:45 OUTFALL D001 Bio-Toxicology Bioassay-Acute-Screen-SW-Fish, LC50 25 LC50 L  
1/30/2006 10:45 OUTFALL D001 Bio-Toxicology Bioassay-Acute-Screen-SW-Mysid, LC50 25 LC50 L  
1/30/2006 11:02 FIELD BLANK BNA-Water 1,2,4-Trichlorobenzene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 1,2-Dichlorobenzene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 1,3-Dichlorobenzene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 1,4-Dichlorobenzene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 2,4,6-Trichlorophenol 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 2,4-Dichlorophenol 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 2,4-Dimethylphenol 48 ug/L U 48 190 
1/30/2006 11:02 FIELD BLANK BNA-Water 2,4-Dinitrophenol 14 ug/L U 14 57 
1/30/2006 11:02 FIELD BLANK BNA-Water 2,4-Dinitrotoluene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 2,6-Dinitrotoluene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 2-Chloronaphthalene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 2-Chlorophenol 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 2-Methyl-4,6-dinitrophenol 2.9 ug/L U 2.9 11 
1/30/2006 11:02 FIELD BLANK BNA-Water 2-Nitrophenol 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 3,3'-Dichlorobenzidine 38 ug/L U 38 150 
1/30/2006 11:02 FIELD BLANK BNA-Water 4,4'-DDD 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water 4,4'-DDE 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water 4,4'-DDT 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water 4-Bromophenyl phenyl ether 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 4-Chloro-3-methylphenol 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water 4-Chlorophenyl phenyl ether 1.9 ug/L U 1.9 7.6 
1/30/2006 11:02 FIELD BLANK BNA-Water 4-Nitrophenol 14 ug/L U 14 57 
1/30/2006 11:02 FIELD BLANK BNA-Water Acenaphthene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Acenaphthylene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Aldrin 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water alpha-BHC 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water Anthracene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Benzidine 95 ug/L U 95 380 
1/30/2006 11:02 FIELD BLANK BNA-Water Benzo(a)anthracene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Benzo(a)pyrene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Benzo(b)fluoranthene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Benzo(g,h,i)perylene 0.95 ug/L U 0.95 3.8 
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Appendix 5. Chemical Analyses (continued) 
 

    

Date Sampled Field ID Analysis Component Result Units Remark MDL PQL 
1/30/2006 11:02 FIELD BLANK BNA-Water Benzo(k)fluoranthene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water beta-BHC 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water Bis(2-chloroethoxy)methane 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Bis(2-chloroethyl)ether 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Bis(2-chloroisopropyl)ether 2.9 ug/L U 2.9 11 
1/30/2006 11:02 FIELD BLANK BNA-Water Bis(2-ethylhexyl)phthalate 14 ug/L U 14 57 
1/30/2006 11:02 FIELD BLANK BNA-Water Butyl benzyl phthalate 4.8 ug/L U 4.8 19 
1/30/2006 11:02 FIELD BLANK BNA-Water Chrysene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water delta-BHC 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water Dibenzo(a,h)anthracene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Dieldrin 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water Diethyl phthalate 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Dimethyl phthalate 48 ug/L U 48 190 
1/30/2006 11:02 FIELD BLANK BNA-Water Di-n-butyl phthalate 4.8 ug/L U 4.8 19 
1/30/2006 11:02 FIELD BLANK BNA-Water Di-n-octyl phthalate 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Endosulfan I 3.8 ug/L U 3.8 15 
1/30/2006 11:02 FIELD BLANK BNA-Water Endosulfan II 3.8 ug/L U 3.8 15 
1/30/2006 11:02 FIELD BLANK BNA-Water Endosulfan sulfate 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water Endrin 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water Endrin aldehyde 3.8 ug/L U 3.8 15 
1/30/2006 11:02 FIELD BLANK BNA-Water Fluoranthene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Fluorene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water gamma-BHC 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water Heptachlor 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water Heptachlor epoxide 1.4 ug/L U 1.4 5.7 
1/30/2006 11:02 FIELD BLANK BNA-Water Hexachlorobenzene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Hexachlorobutadiene 2.9 ug/L U 2.9 11 
1/30/2006 11:02 FIELD BLANK BNA-Water Hexachlorocyclopentadiene 2.9 ug/L UJ 2.9 11 
1/30/2006 11:02 FIELD BLANK BNA-Water Hexachloroethane 2.9 ug/L U 2.9 11 
1/30/2006 11:02 FIELD BLANK BNA-Water Indeno(1,2,3-cd)pyrene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Isophorone 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Naphthalene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Nitrobenzene 1.9 ug/L U 1.9 7.6 
1/30/2006 11:02 FIELD BLANK BNA-Water N-Nitrosodimethylamine 1.9 ug/L U 1.9 7.6 
1/30/2006 11:02 FIELD BLANK BNA-Water N-Nitrosodi-n-propylamine 1.9 ug/L U 1.9 7.6 
1/30/2006 11:02 FIELD BLANK BNA-Water N-Nitrosodiphenylamine 2.9 ug/L U 2.9 11 
1/30/2006 11:02 FIELD BLANK BNA-Water Pentachlorophenol 2.9 ug/L U 2.9 11 
1/30/2006 11:02 FIELD BLANK BNA-Water Phenanthrene 0.95 ug/L U 0.95 3.8 
1/30/2006 11:02 FIELD BLANK BNA-Water Phenol 0.95 ug/L U 0.95 3.8 
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Appendix 5. Chemical Analyses (continued) 
 

    

Date Sampled Field ID Analysis Component Result Units Remark MDL PQL 
1/30/2006 11:02 FIELD BLANK BNA-Water Pyrene 0.95 ug/L U 0.95 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 1,2,4-Trichlorobenzene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 1,2-Dichlorobenzene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 1,3-Dichlorobenzene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 1,4-Dichlorobenzene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2,4,6-Trichlorophenol 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2,4-Dichlorophenol 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2,4-Dimethylphenol 47 ug/L U 47 190 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2,4-Dinitrophenol 14 ug/L U 14 57 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2,4-Dinitrotoluene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2,6-Dinitrotoluene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2-Chloronaphthalene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2-Chlorophenol 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2-Methyl-4,6-dinitrophenol 2.8 ug/L U 2.8 11 
1/30/2006 10:45 OUTFALL D001 BNA-Water 2-Nitrophenol 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 3,3'-Dichlorobenzidine 38 ug/L U 38 150 
1/30/2006 10:45 OUTFALL D001 BNA-Water 4,4'-DDD 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water 4,4'-DDE 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water 4,4'-DDT 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water 4-Bromophenyl phenyl ether 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 4-Chloro-3-methylphenol 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water 4-Chlorophenyl phenyl ether 1.9 ug/L U 1.9 7.5 
1/30/2006 10:45 OUTFALL D001 BNA-Water 4-Nitrophenol 14 ug/L U 14 57 
1/30/2006 10:45 OUTFALL D001 BNA-Water Acenaphthene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Acenaphthylene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Aldrin 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water alpha-BHC 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water Anthracene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Benzidine 94 ug/L U 94 380 
1/30/2006 10:45 OUTFALL D001 BNA-Water Benzo(a)anthracene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Benzo(a)pyrene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Benzo(b)fluoranthene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Benzo(g,h,i)perylene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Benzo(k)fluoranthene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water beta-BHC 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water Bis(2-chloroethoxy)methane 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Bis(2-chloroethyl)ether 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Bis(2-chloroisopropyl)ether 2.8 ug/L U 2.8 11 
1/30/2006 10:45 OUTFALL D001 BNA-Water Bis(2-ethylhexyl)phthalate 14 ug/L U 14 57 
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Appendix 5. Chemical Analyses (continued) 
 

    

Date Sampled Field ID Analysis Component Result Units Remark MDL PQL 
1/30/2006 10:45 OUTFALL D001 BNA-Water Butyl benzyl phthalate 4.7 ug/L U 4.7 19 
1/30/2006 10:45 OUTFALL D001 BNA-Water Chrysene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water delta-BHC 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water Dibenzo(a,h)anthracene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Dieldrin 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water Diethyl phthalate 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Dimethyl phthalate 47 ug/L U 47 190 
1/30/2006 10:45 OUTFALL D001 BNA-Water Di-n-butyl phthalate 4.7 ug/L U 4.7 19 
1/30/2006 10:45 OUTFALL D001 BNA-Water Di-n-octyl phthalate 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Endosulfan I 3.8 ug/L U 3.8 15 
1/30/2006 10:45 OUTFALL D001 BNA-Water Endosulfan II 3.8 ug/L U 3.8 15 
1/30/2006 10:45 OUTFALL D001 BNA-Water Endosulfan sulfate 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water Endrin 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water Endrin aldehyde 3.8 ug/L U 3.8 15 
1/30/2006 10:45 OUTFALL D001 BNA-Water Fluoranthene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Fluorene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water gamma-BHC 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water Heptachlor 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water Heptachlor epoxide 1.4 ug/L U 1.4 5.7 
1/30/2006 10:45 OUTFALL D001 BNA-Water Hexachlorobenzene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Hexachlorobutadiene 2.8 ug/L U 2.8 11 
1/30/2006 10:45 OUTFALL D001 BNA-Water Hexachlorocyclopentadiene 2.8 ug/L UJ 2.8 11 
1/30/2006 10:45 OUTFALL D001 BNA-Water Hexachloroethane 2.8 ug/L U 2.8 11 
1/30/2006 10:45 OUTFALL D001 BNA-Water Indeno(1,2,3-cd)pyrene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Isophorone 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Naphthalene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Nitrobenzene 1.9 ug/L U 1.9 7.5 
1/30/2006 10:45 OUTFALL D001 BNA-Water N-Nitrosodimethylamine 1.9 ug/L U 1.9 7.5 
1/30/2006 10:45 OUTFALL D001 BNA-Water N-Nitrosodi-n-propylamine 1.9 ug/L U 1.9 7.5 
1/30/2006 10:45 OUTFALL D001 BNA-Water N-Nitrosodiphenylamine 2.8 ug/L U 2.8 11 
1/30/2006 10:45 OUTFALL D001 BNA-Water Pentachlorophenol 2.8 ug/L U 2.8 11 
1/30/2006 10:45 OUTFALL D001 BNA-Water Phenanthrene 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Phenol 0.94 ug/L U 0.94 3.8 
1/30/2006 10:45 OUTFALL D001 BNA-Water Pyrene 0.94 ug/L U 0.94 3.8 
1/30/2006 11:02 FIELD BLANK GC-Water Alachlor 0.57 ug/L U 0.57 2.3 
1/30/2006 11:02 FIELD BLANK GC-Water Ametryn 0.048 ug/L U 0.048 0.19 
1/30/2006 11:02 FIELD BLANK GC-Water Atrazine 0.048 ug/L U 0.048 0.19 
1/30/2006 11:02 FIELD BLANK GC-Water Azinphos Methyl 0.19 ug/L U 0.19 0.76 
1/30/2006 11:02 FIELD BLANK GC-Water Bromacil 0.19 ug/L U 0.19 0.76 
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Appendix 5. Chemical Analyses (continued) 
 

    

Date Sampled Field ID Analysis Component Result Units Remark MDL PQL 
1/30/2006 11:02 FIELD BLANK GC-Water Butylate 0.19 ug/L U 0.19 0.76 
1/30/2006 11:02 FIELD BLANK GC-Water Chlorpyrifos Ethyl 0.048 ug/L U 0.048 0.19 
1/30/2006 11:02 FIELD BLANK GC-Water Chlorpyrifos Methyl 0.095 ug/L U 0.095 0.38 
1/30/2006 11:02 FIELD BLANK GC-Water Diazinon 0.048 ug/L UJ 0.048 0.19 
1/30/2006 11:02 FIELD BLANK GC-Water Ethion 0.048 ug/L U 0.048 0.19 
1/30/2006 11:02 FIELD BLANK GC-Water Ethoprop 0.095 ug/L U 0.095 0.38 
1/30/2006 11:02 FIELD BLANK GC-Water Fenamiphos 0.19 ug/L U 0.19 0.76 
1/30/2006 11:02 FIELD BLANK GC-Water Fonofos 0.095 ug/L U 0.095 0.38 
1/30/2006 11:02 FIELD BLANK GC-Water Hexazinone 0.095 ug/L U 0.095 0.38 
1/30/2006 11:02 FIELD BLANK GC-Water Malathion 0.14 ug/L UJ 0.14 0.56 
1/30/2006 11:02 FIELD BLANK GC-Water Metalaxyl 0.24 ug/L U 0.24 0.96 
1/30/2006 11:02 FIELD BLANK GC-Water Metolachlor 0.48 ug/L U 0.48 1.9 
1/30/2006 11:02 FIELD BLANK GC-Water Metribuzin 0.095 ug/L U 0.095 0.38 
1/30/2006 11:02 FIELD BLANK GC-Water Mevinphos 0.19 ug/L UJ 0.19 0.76 
1/30/2006 11:02 FIELD BLANK GC-Water Naled 0.76 ug/L UJ 0.76 3 
1/30/2006 11:02 FIELD BLANK GC-Water Norflurazon 0.14 ug/L U 0.14 0.56 
1/30/2006 11:02 FIELD BLANK GC-Water Parathion Ethyl 0.14 ug/L U 0.14 0.56 
1/30/2006 11:02 FIELD BLANK GC-Water Parathion Methyl 0.095 ug/L U 0.095 0.38 
1/30/2006 11:02 FIELD BLANK GC-Water Phorate 0.048 ug/L U 0.048 0.19 
1/30/2006 11:02 FIELD BLANK GC-Water Prometryn 0.14 ug/L U 0.14 0.56 
1/30/2006 11:02 FIELD BLANK GC-Water Simazine 0.048 ug/L U 0.048 0.19 
1/30/2006 10:45 OUTFALL D001 GC-Water Alachlor 0.6 ug/L U 0.6 2.4 
1/30/2006 10:45 OUTFALL D001 GC-Water Ametryn 0.05 ug/L U 0.05 0.2 
1/30/2006 10:45 OUTFALL D001 GC-Water Atrazine 0.05 ug/L U 0.05 0.2 
1/30/2006 10:45 OUTFALL D001 GC-Water Azinphos Methyl 0.2 ug/L U 0.2 0.8 
1/30/2006 10:45 OUTFALL D001 GC-Water Bromacil 0.2 ug/L U 0.2 0.8 
1/30/2006 10:45 OUTFALL D001 GC-Water Butylate 0.2 ug/L U 0.2 0.8 
1/30/2006 10:45 OUTFALL D001 GC-Water Chlorpyrifos Ethyl 0.05 ug/L U 0.05 0.2 
1/30/2006 10:45 OUTFALL D001 GC-Water Chlorpyrifos Methyl 0.1 ug/L U 0.1 0.4 
1/30/2006 10:45 OUTFALL D001 GC-Water Diazinon 0.05 ug/L UJ 0.05 0.2 
1/30/2006 10:45 OUTFALL D001 GC-Water Ethion 0.05 ug/L U 0.05 0.2 
1/30/2006 10:45 OUTFALL D001 GC-Water Ethoprop 0.1 ug/L U 0.1 0.4 
1/30/2006 10:45 OUTFALL D001 GC-Water Fenamiphos 0.2 ug/L U 0.2 0.8 
1/30/2006 10:45 OUTFALL D001 GC-Water Fonofos 0.1 ug/L U 0.1 0.4 
1/30/2006 10:45 OUTFALL D001 GC-Water Hexazinone 0.1 ug/L U 0.1 0.4 
1/30/2006 10:45 OUTFALL D001 GC-Water Malathion 0.15 ug/L UJ 0.15 0.6 
1/30/2006 10:45 OUTFALL D001 GC-Water Metalaxyl 0.25 ug/L U 0.25 1 
1/30/2006 10:45 OUTFALL D001 GC-Water Metolachlor 0.5 ug/L U 0.5 2 
1/30/2006 10:45 OUTFALL D001 GC-Water Metribuzin 0.1 ug/L U 0.1 0.4 
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Appendix 5. Chemical Analyses (continued) 
 

    

Date Sampled Field ID Analysis Component Result Units Remark MDL PQL 
1/30/2006 10:45 OUTFALL D001 GC-Water Mevinphos 0.2 ug/L UJ 0.2 0.8 
1/30/2006 10:45 OUTFALL D001 GC-Water Naled 0.8 ug/L UJ 0.8 3.2 
1/30/2006 10:45 OUTFALL D001 GC-Water Norflurazon 0.15 ug/L U 0.15 0.6 
1/30/2006 10:45 OUTFALL D001 GC-Water Parathion Ethyl 0.15 ug/L U 0.15 0.6 
1/30/2006 10:45 OUTFALL D001 GC-Water Parathion Methyl 0.1 ug/L U 0.1 0.4 
1/30/2006 10:45 OUTFALL D001 GC-Water Phorate 0.05 ug/L U 0.05 0.2 
1/30/2006 10:45 OUTFALL D001 GC-Water Prometryn 0.15 ug/L U 0.15 0.6 
1/30/2006 10:45 OUTFALL D001 GC-Water Simazine 0.05 ug/L U 0.05 0.2 
1/30/2006 11:02 FIELD BLANK Metals-Water Aluminum 5 ug/L U 5 20 
1/30/2006 11:02 FIELD BLANK Metals-Water Arsenic 4 ug/L U 4 16 
1/30/2006 11:02 FIELD BLANK Metals-Water Cadmium 0.05 ug/L U 0.05 0.2 
1/30/2006 11:02 FIELD BLANK Metals-Water Calcium 0.05 mg/L U 0.05 0.2 
1/30/2006 11:02 FIELD BLANK Metals-Water Chromium 2 ug/L U 2 8 
1/30/2006 11:02 FIELD BLANK Metals-Water Copper 0.25 ug/L U 0.25 1 
1/30/2006 11:02 FIELD BLANK Metals-Water Iron 10 ug/L U 10 40 
1/30/2006 11:02 FIELD BLANK Metals-Water Lead 0.075 ug/L U 0.075 0.3 
1/30/2006 11:02 FIELD BLANK Metals-Water Magnesium 0.01 mg/L U 0.01 0.04 
1/30/2006 11:02 FIELD BLANK Metals-Water Nickel 1 ug/L U 1 4 
1/30/2006 11:02 FIELD BLANK Metals-Water Selenium 0.5 ug/L U 0.5 2 
1/30/2006 11:02 FIELD BLANK Metals-Water Silver 0.025 ug/L U 0.025 0.1 
1/30/2006 11:02 FIELD BLANK Metals-Water Zinc 3 ug/L U 3 12 
1/30/2006 10:45 OUTFALL D001 Metals-Water Aluminum 5 ug/L U 5 20 
1/30/2006 10:45 OUTFALL D001 Metals-Water Arsenic 6.4 ug/L I 4 16 
1/30/2006 10:45 OUTFALL D001 Metals-Water Cadmium 0.05 ug/L U 0.05 0.2 
1/30/2006 10:45 OUTFALL D001 Metals-Water Calcium 824 mg/L  0.25 1 
1/30/2006 10:45 OUTFALL D001 Metals-Water Chromium 4 ug/L U 4 16 
1/30/2006 10:45 OUTFALL D001 Metals-Water Copper 2.5 ug/L U 2.5 10 
1/30/2006 10:45 OUTFALL D001 Metals-Water Iron 10 ug/L U 10 40 
1/30/2006 10:45 OUTFALL D001 Metals-Water Lead 0.075 ug/L U 0.075 0.3 
1/30/2006 10:45 OUTFALL D001 Metals-Water Magnesium 329 mg/L  0.05 0.2 
1/30/2006 10:45 OUTFALL D001 Metals-Water Nickel 1 ug/L U 1 4 
1/30/2006 10:45 OUTFALL D001 Metals-Water Selenium 0.5 ug/L U 0.5 2 
1/30/2006 10:45 OUTFALL D001 Metals-Water Silver 0.025 ug/L U 0.025 0.1 
1/30/2006 10:45 OUTFALL D001 Metals-Water Zinc 6 ug/L U 6 24 
1/30/2006 11:02 FIELD BLANK Nutrients-Liquid Ammonia-N 0.01 mg N/L U 0.01 0.02 
1/30/2006 11:02 FIELD BLANK Nutrients-Liquid Kjeldahl Nitrogen 0.08 mg N/L U 0.08 0.2 
1/30/2006 11:02 FIELD BLANK Nutrients-Liquid NO2NO3-N 0.004 mg N/L U 0.004 0.01 
1/30/2006 11:02 FIELD BLANK Nutrients-Liquid O-Phosphate-P 0.004 mg P/L U 0.004 0.01 
1/30/2006 11:02 FIELD BLANK Nutrients-Liquid Total-P 0.02 mg P/L U 0.02 0.06 
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Appendix 5. Chemical Analyses (continued) 
 

    

Date Sampled Field ID Analysis Component Result Units Remark MDL PQL 
1/30/2006 10:45 OUTFALL D001 Nutrients-Liquid Ammonia-N 0.74 mg N/L  0.05 0.1 
1/30/2006 10:45 OUTFALL D001 Nutrients-Liquid Kjeldahl Nitrogen 1.5 mg N/L A 0.16 0.4 
1/30/2006 10:45 OUTFALL D001 Nutrients-Liquid NO2NO3-N 0.035 mg N/L  0.004 0.01 
1/30/2006 10:45 OUTFALL D001 Nutrients-Liquid O-Phosphate-P 0.004 mg P/L I 0.004 0.01 
1/30/2006 10:45 OUTFALL D001 Nutrients-Liquid Total-P 0.38 mg P/L A 0.02 0.06 
1/30/2006 10:45 OUTFALL D001 Nutrients-Liquid TSS 4 mg/L U 4 16 
1/30/2006 10:45 OUTFALL D001 Nutrients-Liquid Turbidity 1.1 NTU  0.05 0.05 
1/30/2006 11:02 FIELD BLANK Overflow Alpha, Total 0.7 pCi/L U  
1/30/2006 11:02 FIELD BLANK Overflow Alpha-Counting Error 0.4 pCi/L   
1/30/2006 11:02 FIELD BLANK Overflow Radium 226 0.2 pCi/L U  
1/30/2006 11:02 FIELD BLANK Overflow Radium 226-Counting Error 0.1 pCi/L   
1/30/2006 11:02 FIELD BLANK Overflow Radium 228 0.8 pCi/L U  
1/30/2006 11:02 FIELD BLANK Overflow Radium 228-Counting Error 0.5 pCi/L   
1/30/2006 10:45 OUTFALL D001 Overflow Alpha, Total 62 pCi/L   
1/30/2006 10:45 OUTFALL D001 Overflow Alpha-Counting Error 6.7 pCi/L   
1/30/2006 10:45 OUTFALL D001 Overflow Radium 226 27 pCi/L   
1/30/2006 10:45 OUTFALL D001 Overflow Radium 226-Counting Error 0.7 pCi/L   
1/30/2006 10:45 OUTFALL D001 Overflow Radium 228 1.5 pCi/L   
1/30/2006 10:45 OUTFALL D001 Overflow Radium 228-Counting Error 0.6 pCi/L   
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Transaction Code NPDES NUMBER YR/MO/DA Insp Type Inspector Fac Type

1 N 2 5 3 F L 0 0 4 1 7 8 5 11 12 0 6 0 1 3 0 18 B 19 S 20 2

66

 
Transaction Code NPDES NUMBER YR/MO/DA Insp Type Inspector Fac Type

1 N 2 5 3 F L 0 0 4 1 7 8 5 11 12 0 6 0 1 3 0 18 X 19 S 20 2

66

Transaction Code NPDES NUMBER YR/MO/DA Insp Type Inspector Fac Type

1 N 2 5 3 F L 0 0 4 1 7 8 5 11 12 0 6 0 1 3 0 18 S 19 S 20 2

66

Biological Analyses of Bay Lakes Estates Mobile Home Park 
Reverse Osmosis Water Treatment Plant effluent sampled on 
January 30, 2006. NPDES #FL0041785.
Fill Out This Section For All Surface Water Discharger Inspections(CEI, CSI, CBI, PAI, XSI-RI Optional)

Remarks

Fill Out This Section For All Surface Water Discharger Inspections(CEI, CSI, CBI, PAI, XSI-RI Optional)

Remarks

The Bioassay of Bay Lakes Estates Mobile Home Park Reverse 
Osmosis Water Treatment Plant effluent sampled on January 30, 
2006. NPDES #FL0041785.
Fill Out This Section For All Surface Water Discharger Inspections(CEI, CSI, CBI, PAI, XSI-RI Optional)

Remarks

The Priority Pollutants Analysis of Bay Lakes Estates Mobile 
Home Park Reverse Osmosis Water Treatment Plant effluent 
sampled on January 30, 2006. NPDES #FL0041785.

 


